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General Notes:

7- ALL WORK TO BE PERFORMED IN COMPLIANCE WITH ALL FEDERAL, STATE AND LOCAL CODES- SECURE
ALL REQUIRED PERMITS AND APPROVALS PRIOR TO THE COMMENCEMENT OF CONSTRUCTION-

ALL CODE REFERENCES HEREIN REFER TO THE FOLLOWING-

2027 INTERNATIONAL RESIDENTIAL CODE (IRC)

2027 INTERNATIONAL ENERGY CONSERVATION CODE (IECC)

2023 NATIONAL ELECTRICAL CODE (NEC)

20271 INTERNATIONAL FIRE CODE (IFC)

2021 INTERNATIONAL PLUMBING CODE (IPC)

2021 INTERNATIONAL MECHANICAL CODE (IMC)

2023 STATE OF COLORADO MODEL ELECTRIC & SOLAR READY CODE

2- THE GENERAL CONTRACTOR SHALL FIELD VERIFY AND COORDINATE ALL UTILITY CONNECTIONS, THEIR
ROUTING, METER LOCATIONS AND OTHER ASSOCIATED ITEMS:

3-  UNLESS OTHERWISE NOTED, PROVIDE POSITIVE DRAINAGE AWAY FROM THE FOUNDATION- GRADE
SHALL FALL A MINIMUM OF 6" WITHIN THE FIRST 10' AWAY FROM THE FOUNDATION-

4-  REVIEW 50ILS REPORT PRIOR TO CONSTRUCTION AND FOLLOW ALL RECOMMENDATIONS: CONTACT
S0ILS ENGINEER FOR QUESTIONS-

5.  ALL WINDOWS TO BE DOUBLE PANE WITH A MAXIMUM U-FACTOR OF 0-32-

6- REFER TO TYPICAL WALL SECTION FOR ALL R-VALUES- ALSO REFER TO IEcc FOR ANY ADDITIONAL U-
VALUES OR DETAILS-

7 CONTINUVOUS HANDRAILS SHALL BE INSTALLED AT ALL STAIRWAYS WITH 4 OR MORE RISERS-
HANDRAIL HEIGHT SHALL BE A MINIMUM 34" TO A MAXIMUM OF 38" ABOVE STAIR TREAD- HANDRAIL
SHALL TERMINATE INTO A WALL OR POST-

& INSTALL A WHOLE HOUSE HEAT RECOVERY VENTILATION (HRV) SYSTEM-

9- A PASSIVE RADON MITIGATION SYSTEM 1S REQUIRED AND SHALL MEET APPENDIX F OF THE IRC- THE
LOCATION OF A FUTURE RADON EXHAUST FAN MUST BE PROVIDED WITH AN ELECTRICAL OUTLET AND SPACE
TO MAINTAIN OR REPLACE THE FAN IF REQUIRED- THE RADON EXHAUST FAN IS ONLY REQUIRED IF A TEST
SHOWS ABOVE APPROVED EPA LEVELS- RADON TESTING TO BE PERFORMED PRIOR TO THE TOWN'S FINAL
INSPECTION-

70-  ALL NEW CONSTRUCTION TO MEET THE DEPARTMENT OF ENERGY (DOE): ZERO ENERGY READY HOME
(ZERH) PROGRAM- INCLUDING HERS MODELING REPORT & AUDITING INSPECTIONS PER THE ZERH PROGRAM-
717-  EACH BATHROOM INCLUDING HALF BATHROOMS NEED TO HAVE A BATH FAN EXHAUSTED TO THE
EXTERIOR OF THE BUILDING:

712-  ALL APPLIANCES MUST BE HIGH EFFICIENCY, DIRECT VENTED APPLIANCES:

13- ALL WOOD FIREPLACES SHALL BE EPA APPROVED FOR EMISSIONS & HIGH ALTITUDE OPERATION-

74- 100% OF ALL LIGHT FIXTURES SHALL HAVE HIGH EFFICIENCY LAMPING PROVIDED AT THE TIME THE
CERTIFICATE OF OCCUPANCY 1S ISSUED-

715- ALL ELECTRICAL OUTLETS, LIGHT FIXTURES, SWITCHES, ETC- SHALL comPLY WITH ADOPTED CODE, NEC
AND AS AMENDED BY THE LOCAL CITY CODES-

17- BUILDER AND OWNER ARE TO PERFORM A WALK-THRU PRIOR TO ELECTRICAL ROUGH IN TO VERIFY ALL
SWITCH, LIGHT, OUTLET AND FIXTURE LOCATIONS & HEIGHTS:

18- ALL ELECTRICAL OUTLET AND SWITCHES ON EXTERIOR WALLS SHALL HAVE FOAM GASKETS INSTALLED
BEHIND THE OUTLET-

719- A GFCl PROTECTED OUTLET MUST BE PROVIDED IN ALL BATHROOMS ADJACENT TO EACH BASIN
LOCATION-

20- SMOKE ALARMS SHALL RECEIVE THEIR PRIMARY POWER FROM THE BUILDING WIRING, AND WHEN
PRIMARY POWER 15 INTERRUPTED, SHALL RECEIVE POWER FROM A BATTERY BACKUP-

27-  ALL RECESSED LIGHTING INSTALLED WITHIN AN INSULATED CEILING SHALL BE AIR TIGHT AND [C
RATED-

22- LIGHT FIXTURES IN CLOTHES CLOSETS MUST cOMPLY WITH ALL APPLICABLE ELECTRICAL CODES-

23- OUTLETS IN THE FOLLOWING LOCATIONS ARE TO HAVE GFI PROTECTION: BATHROOMS, GARAGES,
LAUNDRY ROOMS OUTDOORS, CRAWL SPACES, UNFINISHED BASEMENTS, KITCHENS, WET BAR SINKS AND
ROOFTOPS-

24- ALL APPLIANCES OTHER THAN RANGES SHALL BE ENERGY STAR RATED-

25- A BLOWER DOOR TEST SHOWING A MAXIMUM AIR EXCHANGE RATE OF 2-5 PER HOUR SHALL BE
PERFORMED ON THE BUILDING PRIOR TO OCCUPANCY-

26- ALL HOT & cOLD INTERIOR AND EXTERIOR WATER PIPES SHALL BE INSULATED TO R-3-

27- ALL CRAWL SPACES SHALL BE MECHANICALLY VENTILATED-

28 VENTING FOR RANGES OR COOKTOPS SHALL EXHAUST 400 CFM OR LESS OR MAKE UP AIR WILL BE
PROVIDED TO ROOM PER IRC SECTION Mi503-4-

29- ALL PENETRATIONS THROUGH THE MECHANICAL ROOM & GARAGE WALLS AND CEILING MUST BE FIRE
CAULKED:

30- LOCAL AUTHORITIES SHALL APPROVE ALL METER LOCATIONS-

37-  OBTAIN APPROVAL FROM LOCAL FIRE AUTHORITIES FOR DRIVEWAY ACCESS, FIRE STAGING AREA AND
STANDPIPE DESIGN PRIOR TO CONSTRUCTION-

32- ALL DUCTS SHALL BE SEALED IN ACCORDANCE WITH THE 2021 IMc

33 A GENERAL INTEREST IN PROVIDING FINISH MATERIALS WITH LOW OR NO VOc'sS SHOULD BE
UNDERTAKEN THROUGHOUT THE COURSE OF THE PROJECT- CONTACT ARCHITECT WITH ANY QUESTIONS:
34- VERIFY ALL KITCHEN, BATHROOM DESIGN, AND INTERIOR FINISHES WITH OWNER:

35- REFER ALL STRUCTURAL QUESTIONS TO COLORADO STRUCTURAL, MIKE ARBANY - 907-349-5922

36 REFER ALL MECHANICAL QUESTIONS TO RESOURCE ENGINEERING GROUP, AUGUST HASZ -970-349-1216
37- CONTRACTOR TO REQUEST MEETING WITH BUILDING INSPECTOR TO ESTABLISH TOP OF FOUNDATION &
BENCH MARK PRIOR TO CONSTRUCTION-

38 ANY HEATED OUTDOOR AREAS REQUIRE A REMP FORM & OUTDOOR ENERGY USAGE PERMIT-

39 SOLID FUEL BURNING FIREPLACE REQUIRES A HERS RATING OF 30 OR LESS:
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How to Install a Vertical Ventilation Pipe — Crawlspace Construction

1 Select the location for the ventilation pipe (min. - inch diameter). It should be installed in a vertical
run through a warm part of the house and exhausted through the roof. The pipe discharge should be
protected from snow drifts and installed at least 1 foot above the roof (refer to local snow fall data for

the height of snow drifts against buildings) and 10 feet away from any openings in the building to keep
avoid the soil gas from re-entering the building.

2 Lay at least 5 feet of min. 3-inch diameter horizontal perforated pipe on the soil at the location
where you will run the vertical ventilation pipe and connect it to either side of a vertical “T”. See Figure

Below.

3 Install a continuous layer of polyethylene vapor barrier with joints taped over the soil. Run the poly-
ethylene sheet up the wall and mechanically attach and seal the edges to the wall. Seal the vertical “T”
to the polyethylene to reduce the soil gas entry.

4 Install the vertical pipe by connecting it to the vertical “T.” Avoid 90-degree angles in the vertical

portion of the pipe; use sweeps if turns are needed. Label the pipe on each floor so it is clear the pipe
is not part of the sewer system. If the ventilation pipe extends through an unconditioned attic, insulate
the stack to control condensation in the pipe.

5 Run the pipe through the roof and flash it properly. Provide a screened rain cap at the termination
to prevent rain entry and nesting animals.
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How to Install a Vertical Ventilation Pipe — Slab-on-Grade Construction

1 Select the location for the ventilation pipe (min. 3 inches in diameter). It should be in-
stalled in a vertical run through a warm part of the house and exhausted through the roof.
The pipe discharge should be protected from snow drifts and installed at least 1 foot above
the roof (refer to local snow fall data for height of snow drifts against buildings) and 10 feet
away from any openings in the building to keep the soil gas from re-entering the building.

2 Lay a minimum 3-inch-diameter perforated pipe in a gravel trench or a collection mat on
top of the gravel around the foundation perimeter. Install the pipe in a loop to allow for the

soil gas to enter the pipe from two sides and connect it to either side of a vertical “T”. Com-
munication to all sub-slab areas is required and multiple connection points or interconnec-
tions may be required. See Figure Below.

3 Place the polyethylene vapor barrier and concrete slab around the vertical “T”; label and

Garage Plans

cover the open top of the vertical “T” before placing the concrete. Seal the perimeter of the

“T” to the concrete to reduce the soil gas entry. 02-25-2025

4 Install the vertical pipe by connecting it to the vertical “T.” Avoid 90-degree angles in the SCALE: 174" = 1'-0"
vertical portion of the pipe; use sweeps if turns are needed. Label the pipe on each floor so ]
it is clear the pipe is not part of the sewer system. If the ventilation pipe extends through an DRAWN BY: Kyle Ryan
unconditioned attic, insulate the stack to control condensation in the pipe. PROJECT ADDRESS:

5 Run the pipe through the roof and flash it properly. Provide a screened rain cap at the 422 Sopris

termination to prevent rain entry and nesting animals. Crested Butte, CO

‘ 87224
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